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LIGHTING FIXTURE SCHEDULE
& LIGHTING CONTROL DETAILS
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Panel Name: 2NB Main Lugs Only: Yes Main Breaker:

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

EX 1 1 20 2

EX 3 1 20 4

EX 5 1 20 6

7 8 EX

9 10 EX

11 12 EX

13 14 EX

15 16 EX

17 18 EX

N 19 1 20 L 2870 2870 20 EX

N 21 1 20 L 2890 2890 22 EX

N 23 1 20 L 2980 2980 24 EX

N 25 1 20 L 1445 1445 26 EX

EX 27 1 20 28 EX

EX 29 1 20 30 EX

EX 31 1 20 32 EX

EX 33 1 20 34 EX

EX 35 1 20 36 EX

N 37 1 20 L 2890 2890 38

EX 39 40

EX 41 42

Total Connected Load 7205 2890 2980 (VA/PHASE)

13 KVA

16 Amps Enclosure Type:

13 KVA

16 Amps Yes Bus Material:

13075 VA

EX SPARE 3 100

EXXFMR 2N2-13125

EX SPARE 3 100

Refrigeration (REF) 1.00

Elec. Load Totals: 13075

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 1.00 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 400 Amps

Lighting (L) 13075 1.00 13075

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: DNP-4

Heating (H) 1.00

Location: AB14-47

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

SPACE

Existing Load SPACE

LTG - OR 2120, OR 2150, SEE NOTE 1

SPACE

Existing Load SPACE

Existing Load SPACE

Existing Load SPACE

LTG - OR 2030, OR 2040, SEE NOTE 1 SPACE

LTG - ORTHO OR 2070, SEE NOTE 1 SPACE

Existing Load SPACE

SPACE

LTG - CORRIDORS, 2140, 2100, 2180, SEE NOTE 1 SPACE

LTG - OR 2010, OR 2020, SEE NOTE 1 SPACE

SPACE

SPACE

SPACE

Description

Existing Load

Existing Load

Existing Load

SPARE340

Existing Panel
Panel Voltage: 480Y/277V, 3 Phase, 4 Wire

ID

Existing Load

Existing Load EX

ID

C
k
t 

#

Description
Breaker

C
k
t 

#Load Phase Load Breaker

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - PROVIDENEW CIRCUIT BREAKER IN 

EXISTING SPACE. MATCH EXISTING BREAKER TYPE 

AND AIC RATING.

Panel Name: 2N2-1 Main Lugs Only: Main Breaker: 150

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

EX 1 1 20 20 1 2 EX

3 20 1 4 EX

5 20 1 6 EX

EX 7 1 20 20 1 8 EX

EX 9 1 20 20 1 10 EX

EX 11 1 20 20 1 12 EX

EX 13 1 20 20 1 14 EX

EX 15 1 20 20 1 16 EX

EX 17 1 20 18

EX 19 1 20 20

EX 21 1 20 1400 1400 REC 20 1 22 N

EX 23 1 20 1000 1000 REC 20 1 24 N

EX 25 1 20 1260 1260 REC 20 1 26 N

EX 27 1 20 1260 1260 REC 20 1 28 N

EX 29 1 20 720 720 REC 20 1 30 N

EX 31 1 20 720 720 REC 20 1 32 N

EX 33 1 20 1000 1000 REC 20 1 34 N

EX 35 1 20 36 EX

EX 37 1 20 360 360 REC 20 1 38 N

EX 39 1 20 1080 1080 REC 20 1 40 N

N 41 1 20 REC 1260 2340 1080 REC 20 1 42 N

Total Connected Load 2340 4740 4060 (VA/PHASE)

11 KVA

31 Amps Enclosure Type:

11 KVA

29 Amps Yes Bus Material:

11140 VA

EX Existing Load 2 30

EXExisting Load220

Refrigeration (REF) 1.00

Elec. Load Totals: 10570

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 11140 0.95 10570 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 225 Amps

Lighting (L) 1.00

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: 2NB

Heating (H) 1.00

Location: AB72B-47

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

Receptacles Corridor 2012; SEE NOTE 1 West Racew ay Work Room 2130; SEE NOTE 1

Existing Load SPACE

Existing Load West Racew ay Machine Room 2031; SEE NOTE 1

Existing Load Receptacles Clean Core 2081; SEE NOTE 1

Existing Load Receptacles Clean Core 2080; SEE NOTE 1

Existing Load Rec Clean Core 2080, Control Rm 2050; SEE NOTE 1

Existing Load Receptacles Clean Core 2080; SEE NOTE 1

Existing Load Fridge Anesthesia Work Room 2130; SEE NOTE 1

Existing Load Receptacles Corridor 2002; SEE NOTE 1

Existing Load Receptacles Corridor 2001, 2031; SEE NOTE 1

Existing Load

Existing Load

Existing Load Rec Anesthesia Work Room 2130; SEE NOTE 1

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load

Existing Load Existing Load

Existing Load Existing Load

ID

Existing Load Existing Load

Existing Load

Load Phase Load Breaker
Description

C
k
t 

#

Existing Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

C
k
t 

#

Description
Breaker

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - PROVIDENEW CIRCUIT BREAKER IN 

EXISTING SPACE. MATCH EXISTING BREAKER TYPE 

AND AIC RATING.

Panel Name: 2LH1 Main Lugs Only: Main Breaker: 60

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

1 2

3 4

5 6

7 20 1 8

9 20 1 10

11 20 1 12

EX 13 1 20 L 1190 1190 20 1 14

EX 15 1 20 20 1 16

EX 17 1 20 20 1 18

EX 19 20

EX 21 22

EX 23 24

EX 25 26

EX 27 28

EX 29 30

Total Connected Load 1190 (VA/PHASE)

1 KVA

1 Amps Enclosure Type:

1 KVA

1 Amps Yes Bus Material:

1190 VA

EX XFMR 2LL1 3 30

EX MCB 3 60

Refrigeration (REF) 1.00

Elec. Load Totals: 1190

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 1.00 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 100 Amps

Lighting (L) 1190 1.00 1190

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: LS2-16

Heating (H) 1.00

Location: AB15-A-47

Total Conn. Load: Mounting: Surface Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

SPACE SPACE

SPACE SPACE

SPACE SPACE

SPACE SPACE

SPARE SPARE

SPACE SPACE

SPACE SPACE

SPARE

LTG - CORRIDORS, 2009, 2012, 2007, 2000, 2001; 

SEE NOTE 1
SPARE

SPARE SPARE

SPARE

SPARE

ID
Load Phase Load Breaker

Description

C
k
t 

#

Existing Panel
Panel Voltage: 480Y/277V, 3 Phase, 4 Wire

ID

C
k
t 

#

Description
Breaker

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - CONNECT NEW LOAD TO EXISTING SPARE 

CIRCUIT BREAKER. 

Panel Name: 2LL1 Main Lugs Only: Main Breaker: 30

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

EX 1 1 20 20 1 2 EX

EX 3 1 20 20 1 4 EX

EX 5 1 20 20 1 6 EX

EX 7 1 20 20 1 8 EX

EX 9 1 20 20 1 10 EX

EX 11 1 20 20 1 12 EX

EX 13 1 20 20 1 14 EX

EX 15 1 20 20 1 16 EX

EX 17 1 20 20 1 18 EX

EX 19 1 20 20 1 20 EX

N 21 1 20 NC 500 500 22 EX

EX 23 24 EX

EX 25 26 EX

EX 27 28 EX

EX 29 30 EX

Total Connected Load 500 (VA/PHASE)

1 KVA

1 Amps Enclosure Type:

1 KVA

1 Amps Yes Bus Material:

500

500 VA

500

Refrigeration (REF) 1.00

Elec. Load Totals: 500

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 1.00 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 100 Amps

Lighting (L) 1.00

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: 2LH1-3

Heating (H) 1.00

Location:

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

SPACE SPACE

SPACE SPACE

SPACE SPACE

SPACE SPACE

Existing Load Existing Load

Existing Load Existing Load

Motorized Doors; SEE NOTE 1 SPACE

Existing Load (OFF) Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Load Phase Load Breaker

C
k
t 

#

Existing Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

Existing Load Existing Load

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - PROVIDENEW CIRCUIT BREAKER IN 

EXISTING SPACE. MATCH EXISTING BREAKER TYPE 

AND AIC RATING.

Panel Name: 2EQH1 Main Lugs Only: Main Breaker: 125

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

1 20 1 2 EX

3 20 1 4 EX

5 20 1 6 EX

EX 7 1 20 20 1 8 EX

EX 9 1 20 20 1 10 EX

EX 11 1 20 20 1 12 EX

EX 13 1 20 20 1 14 EX

EX 15 1 20 20 1 16 EX

EX 17 1 20 20 1 18 EX

EX 19 1 20 20 1 20 EX

EX 21 1 20 20 1 22 EX

EX 23 1 20 24 EX

EX 25 26 EX

EX 27 28 EX

EX 29 30 EX

Total Connected Load (VA/PHASE)

KVA

Amps Enclosure Type:

KVA

Amps Yes Bus Material:

VA

EX XFMR 2EQL1 3 30

Refrigeration (REF) 1.00

Elec. Load Totals:

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 1.00 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 225 Amps

Lighting (L) 1.00

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: EQ3-16

Heating (H) 1.00

Location: AB14-47

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

SPACE SPACE

Existing Load SPACE

SPACE SPACE

SPACE SPACE

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load

Existing Load Existing Load

Existing Load Existing Load

ID

Existing Load

Existing Load

Load Phase Load Breaker
Description

C
k
t 

#

Existing Panel
Panel Voltage: 480Y/277V, 3 Phase, 4 Wire

ID

C
k
t 

#

Description
Breaker

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

Panel Name: 2EQL1 Main Lugs Only: Main Breaker: 100

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

EX 1 1 20 30 1 2 EX

EX 3 1 20 30 1 4 EX

5 20 1 6 EX

7 8

EX 9 1 20 10

EX 11 1 20 12

EX 13 1 20 1000 1000 REC 20 1 14 N

EX 15 1 20 1000 1000 REC 20 1 16 N

EX 17 1 20 15 1 18 EX

EX 19 1 20 1000 1000 REC 20 1 20 N

EX 21 1 20 1000 1000 REC 20 1 22 N

EX 23 1 20 24 EX

EX 25 1 20 1000 1000 REC 20 1 26 N

EX 27 1 20 1000 1000 REC 20 1 28 N

EX 29 1 20 1000 1000 REC 20 1 30 N

EX 31 1 20 1000 1000 REC 20 1 32 N

EX 33 1 20 1000 1000 REC 20 1 34 N

EX 35 1 20 1000 1000 REC 20 1 36 N

EX 37 1 20 38 EX

EX 39 1 20 40 EX

EX 41 1 20 42 EX

Total Connected Load 4000 4000 2000 (VA/PHASE)

10 KVA

28 Amps Enclosure Type:

10 KVA

28 Amps Yes Bus Material:

10000 VA

EX Existing Load 2 30

EXExisting Load 340

Refrigeration (REF) 1.00

Elec. Load Totals: 10000

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 10000 1.00 10000 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 225 Amps

Lighting (L) 1.00

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: 2EQH1-1,3,5

Heating (H) 1.00

Location: A283

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

Existing Load SPACE

Existing Load Blanket Warmer Clean Core 2081; SEE NOTE 1

Existing Load SPACE

Existing Load SPACE

Existing Load Autoclave Clean Core 2080; SEE NOTE 1

Existing Load Autoclave Clean Core 2080; SEE NOTE 1

Existing Load Blanket Warmer Clean Core 2081; SEE NOTE 1

Existing Load SPACE

Existing Load Blanket Warmer Clean Core 2080; SEE NOTE 1

Existing Load Blanket Warmer Clean Core 2080; SEE NOTE 1

Existing Load Existing Load

Existing Load Blanket Warmer Clean Core 2080; SEE NOTE 1

Existing Load Blanket Warmer Clean Core 2080; SEE NOTE 1

Existing Load

Existing Load BMS PANEL DB207A; SEE NOTE 1

Existing Load BMS PANEL DB207A; SEE NOTE 1

Existing Load

Existing Load

Existing Load Existing Load

Load Phase Load Breaker

C
k
t 

#

Existing Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

Existing Load Existing Load

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - PROVIDENEW CIRCUIT BREAKER IN 

EXISTING SPACE. MATCH EXISTING BREAKER TYPE 

AND AIC RATING.

Panel Name: 2CH1 Main Lugs Only: Yes Main Breaker:

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

EX 1 1 30 20 1 2 EX

EX 3 1 20 20 1 4 EX

EX 5 1 20 20 1 6 EX

EX 7 1 20 20 1 8 EX

EX 9 1 20 20 1 10 EX

EX 11 1 20 30 1 12 EX

EX 13 1 20 20 1 14 EX

EX 15 1 20 30 1 16 EX

17 30 1 18 EX

19 20 1 20 EX

21 20 1 22 EX

23 20 1 24 EX

25 20 1 26 EX

27 20 1 28 EX

29 30

31 32

33 34

N 35 1 30 REC 6000 12000 6000 REC 30 1 36 N

N 37 1 30 REC 6000 12000 6000 REC 30 1 38 N

N 39 1 30 REC 6000 12000 6000 REC 30 1 40 N

N 41 1 30 REC 6000 6000 42 EX

Total Connected Load 12000 12000 18000 (VA/PHASE)

42 KVA

51 Amps Enclosure Type:

26 KVA

31 Amps Yes Bus Material:

42000 VA

EX SPARE 3 20

EX SPARE 3 20 EXXFMR 2CL1340

EX SPARE 3 20

Refrigeration (REF) 1.00

Elec. Load Totals: 26000

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 42000 0.62 26000 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 225 Amps

Lighting (L) 1.00

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: C2-10

Heating (H) 1.00

Location: AB14-47

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

IPU-OR7-A; SEE NOTE 1 SPACE

IPU-OR1-A; SEE NOTE 1 IPU-OR2-A; SEE NOTE 1

IPU-OR3-A; SEE NOTE 1 IPU-OR4-A; SEE NOTE 1

IPU-OR5-A; SEE NOTE 1 IPU-OR6-A; SEE NOTE 1

Existing Load

Existing Load

Existing Load

SPARE

Existing Load

Existing Load

Existing Load SPARE

Existing Load SPARE

Existing Load SPARE

Existing Load Existing Load

SPARE Existing Load

Existing Load Existing Load

Existing Load Existing Load

Load Phase Load Breaker

C
k
t 

#

Existing Panel
Panel Voltage: 480Y/277V, 3 Phase, 4 Wire

ID

SPARE Existing Load

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - PROVIDENEW CIRCUIT BREAKER IN 

EXISTING SPACE. MATCH EXISTING BREAKER TYPE 

AND AIC RATING.

Panel Name: 2CL1 Main Lugs Only: Main Breaker: 100

Panel A.I.C. Rating:

P Trip Code VA A B C VA Code Trip P

EX 1 1 20 20 1 2 EX

EX 3 1 20 20 1 4 EX

EX 5 1 20 20 1 6 EX

EX 7 1 20 20 1 8 EX

EX 9 1 20 20 1 10 EX

EX 11 1 20 20 1 12 EX

EX 13 1 20 20 1 14 EX

EX 15 1 20 20 1 16 EX

EX 17 1 20 20 1 18 EX

EX 19 1 20 20 1 20 EX

EX 21 1 20 20 1 22 EX

EX 23 1 20 20 1 24 EX

EX 25 1 20 26

EX 27 1 20 28

EX 29 1 20 1080 1080 REC 20 1 30 N

EX 31 1 20 20 1 32 EX

EX 33 1 20 990 990 REC 20 1 34 N

EX 35 1 20 990 990 REC 20 1 36 N

N 37 1 20 REC 1260 2340 1080 REC 20 1 38 N

N 39 1 20 REC 1260 2260 1000 REC 20 1 40 N

N 41 1 20 REC 1000 1540 540 REC 20 1 42 N

Total Connected Load 2340 3250 3610 (VA/PHASE)

9 KVA

26 Amps Enclosure Type:

9 KVA

26 Amps Yes Bus Material:

9200 VA

EXExisting Load230

Refrigeration (REF) 1.00

Elec. Load Totals: 9200

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC) 1.00

Receptacles (REC) 9200 1.00 9200 PANEL LEGEND (ID) PANEL NOTES

100%
Main Bus Size: 100 Amps

Lighting (L) 1.00

NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: 2CH1-32

Heating (H) 1.00

Location: A272D-47

Total Conn. Load: Mounting: Flush Nema 1

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load:

Equipment Machine Room 2031; SEE NOTE 1 West Racew ay Heart/Lung  Room 2031; SEE NOTE 1

Existing Load East Racew ay Equipment Storage 2060; SEE NOTE 1

West Racew ay Equipment Storage 2060; SEE NOTE 1 Hybrid Control Room Recptacles; SEE NOTE 1

West Racew ay Equipment Storage 2060; SEE NOTE 1 Equipment Machine Room 2031; SEE NOTE 1

Existing Load Hybrid Control Room Recptacles; SEE NOTE 1

Existing Load Existing Load

Existing Load East Racew ay Equipment Storage 2060; SEE NOTE 1

Existing Load Existing Load

Existing Load

Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Existing Load Existing Load

Load Phase Load Breaker

C
k
t 

#

Existing Panel
Panel Voltage: 208Y/120V, 3 Phase, 4 Wire

ID

Existing Load Existing Load

ID

C
k
t 

#

Description
Breaker

Description

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

NOTE 1 - PROVIDENEW CIRCUIT BREAKER IN 

EXISTING SPACE. MATCH EXISTING BREAKER TYPE 

AND AIC RATING.

Panel Name: 2CH2 Main Lugs Only: Main Breaker: 225

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

N 1 1 30 REC 6000 12000 6000 REC 30 1 2 N

N 3 1 30 REC 6000 12000 6000 REC 30 1 4 N

N 5 1 30 REC 6000 12000 6000 REC 30 1 6 N

N 7 1 30 REC 6000 6000 20 1 8 N

N 9 1 20 L 3640 3640 20 1 10 N

N 11 1 20 L 3700 3700 20 1 12 N

N 13 1 20 L 1610 1610 20 1 14 N

N 15 1 20 L 3290 3290 20 1 16 N

N 17 1 20 L 3640 3640 20 1 18 N

N 19 1 20 20 1 20 N

N 21 1 20 20 1 22 N

N 23 1 20 20 1 24 N

N 25 1 20 20 1 26 N

N 27 1 20 20 1 28 N

N 29 1 20 20 1 30 N

N 31 1 20 20 1 32 N

N 33 1 20 20 1 34 N

N 35 1 20 20 1 36 N

N 37 1 20 20 1 38 N

N 39 1 20 20 1 40 N

N 41 1 20 20 1 42 N

Total Connected Load 19610 18930 19340 (VA/PHASE)

58 KVA

70 Amps Enclosure Type:

42 KVA

50 Amps Yes Bus Material:

57880 VA

ID

C
k
t 

#

Description
Breaker

Description

C
k
t 

#

New Panel
Panel Voltage: 480Y/277V, 3 Phase, 4 Wire

ID

IPU-OR1-B IPU-OR2-B

IPU-OR3-B IPU-OR4-B

Load Phase Load Breaker

IPU-OR5-B IPU-OR6-B

IPU-OR7-B SPARE

LTG - GENERAL OR 2010, GENERAL OR 2020 SPARE

LTG - CARDIAC OR 2030, HYBRID OR 2040 SPARE

LTG - 2080, 2081 SPARE

LTG - GENERAL OR 2070, 2050, 2051, 2060 SPARE

LTG - GENERAL OR 2120, GENERAL OR 2150 SPARE

SPARE SPARE

SPARE SPARE

SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load: Location: ELECTRICAL CLOSET 2090

Total Conn. Load: Mounting: Surface Nema 1

Air Conditioning (AC) 1.00 NEC Sizing Load: Fed From: Panel C2

Heating (H) 1.00 NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No Neutral Size:

PANEL NOTES

100%
Main Bus Size: 225 Amps

Lighting (L) 15880 1.00 15880

1.00

Receptacles (REC) 42000 0.62 26000 PANEL LEGEND (ID)

41880

Existing (E) 1.00

Continuous (C) 1.00

Non-Continuous (NC)

Refrigeration (REF) 1.00

Elec. Load Totals:

SPARE

SPARE

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

Panel Name: 2EQH2 Main Lugs Only: Main Breaker: 400

Panel A.I.C. Rating: 22k

P Trip Code VA A B C VA Code Trip P

1 20775 49575 28800 2

3 20775 49575 28800 4

5 20775 49575 28800 6

7 30000 58800 28800 8

9 30000 58800 28800 10

11 30000 58800 28800 12

N 13 1 20 NC 2000 2000 20 1 14 N

N 15 1 20 NC 2000 2000 20 1 16 N

N 17 1 20 NC 2000 2000 20 1 18 N

N 19 1 20 20 1 20 N

N 21 1 20 20 1 22 N

N 23 1 20 20 1 24 N

N 25 1 20 20 1 26 N

N 27 1 20 20 1 28 N

N 29 1 20 20 1 30 N

N 31 1 20 20 1 32 N

N 33 1 20 20 1 34 N

N 35 1 20 20 1 36 N

N 37 1 20 20 1 38 N

N 39 1 20 20 1 40 N

N 41 1 20 20 1 42 N

Total Connected Load 110375 110375 110375 (VA/PHASE)

331 KVA

398 Amps Enclosure Type:

172800 331 KVA

398 Amps Yes Bus Material:

158325

331125 VA

N Hybrid OR Equipment 3 60 N

ID

C
k

t 
#

Description
Breaker

N47-AHU-13150ACN Hybrid OR Equipment 3 125

C
k

t 
#Load Breaker

NC

Phase

Heat Trace SPARE

New Panel
Panel Voltage: 480Y/277V, 3 Phase, 4 Wire

ID
Load

Heat Trace SPARE

Description

NC

Heat Trace SPARE

47-CH-13150AC

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

SPARE SPARE

N.E.C. LOAD SUMMARY ELECTRICAL DATA PANEL INFORMATION

Load Types and Codes
Total Load 

(VA)

Demand 

Factor

NEC Sizing Load 

(VA)

Total Conn. Load: Location: ELECTRICAL CLOSET 2090

Total Conn. Load: Mounting: Surface Nema 1

Neutral Size: 100%

Air Conditioning (AC) 1.00 172800 NEC Sizing Load: Fed From: DISTRIBUTION PANEL DEQ

Heating (H) 1.00 NEC Sizing Load: Equipment Ground Bus: Copper

Kitchen Equipment (K) 1.00 Isolated Ground Bus: No
Main Bus Size: 400 Amps

Lighting (L) 1.00

Receptacles (REC) 1.00 PANEL LEGEND (ID) PANEL NOTES

Existing (E) 1.00

Elec. Load Totals: 331125

Continuous (C) 1.00

Non-Continuous (NC) 1.00 158325

Refrigeration (REF) 1.00

ST - Shunt-Trip C.B.; G - GFI C.B. 
LB - "Lock-On" C.B.

"C1" - Contactor Designation 
--Remodels--

N - New  C.B.; EX - Existing C.B. 

ELECTRICAL
PANEL SCHEDULES

E603
DRMR



ELECTRICAL
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DRMR

RENOVATE AND

EXPAND OPERATING

ROOMS

637-315

NO. DESCRIPTION DATE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering

A Service Disabled Veteran Owned
Small Business
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BID DOCUMENTS

FULLY SPRINKLERED
MILLER-REMICK LLC

PROFESSIONAL ENGINEER

8815 CENTRE PARK DRIVE, SUITE 200 COLUMBIA, MD 21045

410-750-2246 (BALT) 410-750-2588 (FAX)

KA PROJECT NUMBER: M023-08

R

TTI ENVIRONMENTAL, INC.

1253 NORTH CHURCH STREET

MOORESTOWN, NJ 08057
MR PROJECT #: 0499-0055
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